NOTES:

l. Circuit breaker sizes shall be as shown unless specified otherwise.

2. Circuit breakers shall be the molded case, thermal magnetic, plug-in
type with a@ minimum fault interrupting capacity of 10,000 amperes.

3. The meter pedestal cabinet shall be NEMA 3R rated.

4, Voltage ratings of service equipment shall conform to the service
voltages indicated on the plans.

5. Unless otherwise indicated on the plans, all meter pedestal equipment
items shall be provided for each meter pedestal as shown.

6. The meter pedestal enclosure shall be fabricated from zinc coated
14 gauge steel.

7. Contractor shall provide meter socket and service disconnect per the
requirements of the utility company.

8. See T.S. 3-19 for wiring diagrams.

9. See T.S. 2-6 for foundation detail.
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